
jari.kartano@jade.fi
Typewritten text
Cond. turbine

jari.kartano@jade.fi
Typewritten text
Back press
turbine

jari.kartano@jade.fi
Typewritten text
DH Section

jari.kartano@jade.fi
Typewritten text
Steam boiler
Pyroflow

jari.kartano@jade.fi
Typewritten text
HP Heat Exganger
RF 70 

jari.kartano@jade.fi
Typewritten text
HP Heat Excanger
RF 60


jari.kartano@jade.fi
Typewritten text
Condenser 

jari.kartano@jade.fi
Typewritten text
120MW Steam 
Boiler 

jari.kartano@jade.fi
Typewritten text
Feedwater Tank


jari.kartano@jade.fi
Typewritten text
Feed Water Tank

jari.kartano@jade.fi
Typewritten text
Not exist anymore

jari.kartano@jade.fi
Typewritten text
Condence Tank

jari.kartano@jade.fi
Typewritten text
District heating accumulator

jari.kartano@jade.fi
Typewritten text
Factory
Condence Tank

jari.kartano@jade.fi
Typewritten text
DH Pumps, incoming

jari.kartano@jade.fi
Typewritten text
HE 1

jari.kartano@jade.fi
Typewritten text
HE 2

jari.kartano@jade.fi
Typewritten text
HE 3

jari.kartano@jade.fi
Typewritten text
Condence pups


jari.kartano@jade.fi
Typewritten text
Condence Pumps

jari.kartano@jade.fi
Typewritten text
Feed Water Pumps

jari.kartano@jade.fi
Typewritten text
Water Tank

jari.kartano@jade.fi
Typewritten text
Water adding pumps

jari.kartano@jade.fi
Typewritten text
LP 3 Heat Exhanger

jari.kartano@jade.fi
Typewritten text
LP 1 Heat Exhanger

jari.kartano@jade.fi
Typewritten text
LP 2 Heat Exhanger

jari.kartano@jade.fi
Typewritten text
DH Pump, Outgoing

jari.kartano@jade.fi
Typewritten text
Condence Pumps

jari.kartano@jade.fi
Typewritten text
Aux. boiler heating line

jari.kartano@jade.fi
Typewritten text
HE 3 Condence Pump

jari.kartano@jade.fi
Typewritten text
City DH

jari.kartano@jade.fi
Typewritten text
Main Steam Diagram Combines 240MW and 120MW


